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Use of Fire Extinguishers

Your practice has established a fire-fighting policy.  This policy may indicate that there are designated individuals who will fight small fires, or the policy may 

state that no employee will attempt to put out any fire, and that employees will instead evacuate the practice immediately and summon emergency assis-

tance.  If you have been designated to fight small fires, you will need to receive training in the operation of a fire extinguisher.  This training will include spe-

cific information on the type of extinguishers present in your practice.  However, there are some general fire extinguisher training principles that are outlined 

below.

•  Sound the fire alarm and call the designated fire emergency number, if appropriate. 

• Identify a safe evacuation path before approaching the fire.  Do not allow the fire, heat, or smoke to come between you and your evacuation path. 

• Select the appropriate type of fire extinguisher, if there is more than one type of extinguisher used in your practice.

• Discharge the extinguisher within its effective range using the P.A.S.S. technique (pull, aim, squeeze, sweep). 

1. PULL…Pull the pin.  This will also break the tamper seal.

2. AIM….Aim low, point the extinguisher nozzle (or its horn or hose) at the base of the fire.

NOTE:  Do not touch the plastic discharge horn on CO2 extinguishers.  It gets very cold and may damage skin.

3. SQUEEZE…Squeeze the handle to release the extinguishing agent.

4. SWEEP…Sweep from side to side at the base of the fire until it appears to be out.  Watch the area.  If the fire reignites, repeat steps 2 – 4.

• Back away from an extinguished fire in case it flames up again. 

• Evacuate immediately if the extinguisher is empty and the fire is not out. 

• Evacuate immediately if the fire progresses beyond the incipient stage.

 • If you have the slightest doubt about your ability to fight a fire, EVACUATE IMMEDIATELY.

Use the risk assessment tool on the following page to determine whether or not to fight a fire.
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Use the following risk assessment tool provided by OSHA when deciding whether to fight a fire:
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Is the environment too hot or 
smoky?

Risk Assessment Question Characteristics of incipient stage fires or fires 
that can be extinguished with portable fire 
extinguishers

Characteristics of fires that SHOULD NOT be fought 
with a portable fire extinguisher - evacuate immedi-
ately

Is the fire too big? The fire is limited to the original material ignited, 
it is contained (such as in a waste basket) and has 
not spread to other materials. The flames are no 
higher than the firefighter’s head.

The fire involves flammable solvents, has spread over 
more than 60 square feet, is partially hidden behind a wall 
or ceiling, or cannot be reached from a standing position.

Due to smoke and products of combustion, the fire cannot 
be fought without respiratory protection.

The radiated heat is easily felt on exposed skin making it 
difficult to approach within 10-15 feet of the fire (or the 
effective range of the extinguisher). One must crawl on 
the floor due to heat or smoke. Smoke is quickly filling the 
room, decreasing visibility.

The fire is not contained, and fire, heat, or smoke may 
block the evacuation path.

The fire has not depleted the oxygen in the room 
and is producing only small quantities of toxic 
gases. No respiratory protection equipment is 
required.

Heat is being generated, but the room tempera-
ture is only slightly increased. Smoke may be ac-
cumulating on the ceiling, but visibility is good. No 
special personal protective equipment is required.

There is a clear evacuation path that is behind you 
as you fight the fire.

Is the air safe to breathe?

Is there a safe evacuation path?




